EXECUTIVE SUMMARY - ENFORCEMENT MATTER Page 1 of 3
DOCKET NO.: 2007-1056-PWS-E TCEQ ID: RN101228609 CASE NO.: 34103
RESPONDENT NAME: Tall Oaks Estates Water System

ORDER TYPE:
X 1660 AGREED ORDER __FINDINGS AGREED ORDER __FINDINGS ORDER FOLLOWING
SOAH HEARING
__FINDINGS DEFAULT ORDER __SHUTDOWN ORDER __IMMINENT AND SUBSTANTIAL
ENDANGERMENT ORDER
__AMENDED ORDER _ EMERGENCY ORDER
CASE TYPE:
__AIR __ MULTI-MEDIA (check all that apply) __INDUSTRIAL AND HAZARDOUS
WASTE
X PUBLIC WATER SUPPLY __ PETROLEUM STORAGE TANKS __OCCUPATIONAL CERTIFICATION
__WATER QUALITY _ SEWAGE SLUDGE __UNDERGROUND INJECTION
. CONTROL
___MUNICIPAL SOLID WASTE __RADIOACTIVE WASTE __DRY CLEANER REGISTRATION

SITE WHERE VIOLATION(S) OCCURRED: Tall Oaks Estates Water System, 1812 County Road 2403, Van Zandt County
TYPE OF OPERATION: Public water supply
SMALL BUSINESS: X _Yes No

OTHER SIGNIFICANT MATTERS: Two complaints were received on May 20 and 21, 2007, alleging the water was turned off for several
hours and it was dirty/muddy. There is no record of additional pending enforcement actions regarding this facility location.

INTERESTED PARTIES: Complaints were received but the complainant has not expressed the desire to protest this action or speak at
Agenda.

COMMENTS RECEIVED: The Texas Register comment period expired on March 10, 2008. No comments were received.

CONTACTS AND MAILING LIST:
TCEQ Attorney/SEP Coordinator: None
TCEQ Enforcement Coordinator: Mr. Tel Croston, Enforcement Division, Enforcement Team 2, MC 169, (512) 239-5717; Mr.
Bryan Sinclair, Enforcement Division, MC 219, (512) 239-2171
Respondent: Mr. Ed Smith, President, Tall Oaks Estates Water System, 1812 VZ County Road 2403, Canton, Texas 75103
Respondent's Attorney: Not represented by counsel on this enforcement matter
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RESPONDENT NAME: Tall Oaks Estates Water System Page 2 of 3
DOCKET NO.: 2007-1056-PWS-E -
VIOLATION SUMMARY CHART: ‘
PENALTY CONSIDERATIONS |- - CORRECTIVE AC'fI(S)FlVisié o
L B : . TAKEN/REQUIRED' ¢

Type of Investigation:
X_ Complaint
___Routine
___ Enforcement Follow-up
___Records Review

Date of Complaints Relating to this
Case: May 20 and 21, 2007

Date of InWstigation Relating to this
.Case: May 21, 2007

Date of NOE Relating to this Case: June
15, 2007 (NOE)

Background Facts: This was a complaint
investigation.

WATER

1) Failure to meet the minimum well
capacity requirement of 1.5 gallons per
minute ("gpm") per connection [30 TEX.
ADMIN. CODE § 290.45(b)(1)(A)(i) and
TEX. HEALTH & SAI*EIY CoDE

§ 341.0315(c)].

2) Failure to meet a pressure tank capacity
of 50 gallons per connection for a water
system without ground storage [30 TEX.
ADMIN. CODE § 290.45(b)(1)(A)(ii) and
Tex. HEALTH & SAFETY CODE

§ 341.0315(c)].

3) Failure to provide a sanitary control
easement or an appr oved exceptlon to the
casement requirement that covers the land’
within 150 feet of the water system's wells

[30 TEx. ADMIIN. CODE § 290.41(c)(1){(F)].

4) Failure to issue a boil water notice
within 24 hours after the loss of
distribution pressure. Specifically,
distrubution pressure was lost at
approximately 5:00 p.m. on May 20, 2007.
Boil water notice was not given until after
5:00 p.m. on May 21, 2007 [30 TEX.
ADMIN. CODE § 290.46(q)(2) and TEX.
HEALTH & SAFETY CODE § 341.036].

5) Failure to issue a customer service
inspection certificate prior to providing
continuous water service [30 TEX. ADMIN.
CODE § 290.46(j)].

Total Assessed: $1,312

Total Deferred: $262

X Expedited Settlement
__Financial Inability to Pay

SEP Conditional Offset: $0 . |

Total Paid to ,,(;}e:ueral Revep}}ei $130§0 )

Site Compliance History Classification
__ High _ Average Poor

Person Compliance History Classification
__High __ Average _ Poor
Major Source: ___ Yes X No

Apl.)licable Penalty Policy: September 2002

Corrective Actions Taken:

1) The Executive Director recognizes that
the Respondent issued a boil water notice
to all customers after 5:00 p.m. on May 21,
2007.

Ordering Provisions:

2) The Order \izvil] require the Respondent
to: ' o

a) Immediately upon the effective date of
this Agreed Order, begin completing
service 1nspect10n certifications p1101 to
providing continuous water service to new
construction, on any existing service when
the water purveyor has reason to believe
that cross-connections or other
unaceceptable plumbing practices exist, or
after any material improvement,
cotrection, or addition to the private
plumbing facilities;

b) Within 30 days after the effective date
of this Agreed Order:

i. Submit written certification and include
detailed supporting documentation
including photographs, receipts, and/or
other records to demonstrate compliance

“.with Ordering Provision 2.a.; and

holds a mmlmum of a Class “D” Ticense.

c¢) Within 60 days after the effective datc
of this Agreed Order:

- i, Submit written certification of

compliance and include detailed
supporting documentation including
photographs, receipts, and/or other records
to demonstrate compliance with Ordering
Provision 2.b.ii.; and

ii. Obtain sanitary control easements
covering all property within 150 feet of
each well location from adjacent
landowners and record the deeds at the

execsuny/8-29-07/app-26¢.doc




RESPONDENT NAME: Tall Oaks Estates Water System

DOCKET NO.: 2007-1056-PWS-E

Page 3 of 3

6) Failure to ensure that the public water
supply operation is under the direct
supervision of a water works operator who
holds a minimum of a Class "D" license
[30 TEx. ADMIN. CODE § 290.46(e)(4)(A)
and TeEX. HEALTH & SAFETY CODE

§ 341.033(a)].

county courthouse.

d) Within 90 days after the effective date
of this Agreed Order:

1. Submit written certification of
compliance and include detailed
supporting documentation including
photographs, receipts, and/or other records
to demonstrate compliance with Ordering
Provision 2.c.ii.;

ii. Provide a well capacity of 1.5 gpm at
the Facility; and

iii. Provide a pressure tank capacity of 50
gallons per connection at the Facility.

e) Within 105 days after the effective date
of this Agree Order, submit written ’
certification and include detailed
supporting documentation including
photographs, receipts, and/or other records
to demonstrate compliance with Ordering
Provision 2.d. The certification shall be
notarized by a State of Texas Notary
Public.

execsum/8-29-07/app-26¢.doc
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4/24/2008 H:\Agreed Orders\TallOaksEstatesWaterSystem-HelenStrebeckandOdieBorden\toPCW

Penalty Calculation Worksheet (PCW)

Policy Revision 2 (September 2002)

PCW Revision June 26, 2007

v

DATES Assigned| 18-Jun-2007 i ;
PCW| 28-Jun-2007 | Screening| 2-Jul-2007 EPA Due I
RESPONDENT/FACILITY INFORMATION
Respondent|Tall Oaks Estates Water System
Reg. Ent. Ref. No.|[RN101228609
Facility/Site Region|5-Tyler [ Major/Minor Source[Minor
CASE INFORMATION - Ty ,
Enf./Case ID No.[34103 No. of Violations |6
Docket No.|2007-1056-PWS-E Order Type|1660
Media Program(s) |Public Water Supply Enf. Coordinator|Tel Croston
Multi-Media EC's Team|EnforcementTeam 2
Admin. Penalty $ Limit Minimum| _ $50  |Maximum $1,000 |
Penalty Calculation Sectlon
TOTAL BASE PENALTY (Sum of violation base penaltles) : ' Subtotal 1] $1,250
ADJUSTMENTS (+/-) TO SUB OTAL 1 . L i
Subtotals 2-7 are obtained by m the Total Base Penalty (Subtotal 1) by the indi ated percentage )
Compliance History, . ' "5%  Enhancement Subtotals 2, 3,& 7] $62
Not The Respondent was issued one same or similar Notice of Violation
otes ("NOV") at this site in the past five years:
~ . Culpability No L 0% Enhancement Subtotal 4] $0
Notes The Respondent does not meet the culpability criteria.
Good Faith Effoit to Comply. 0% Reduction . Subtotal 5] $0]
Before NOV NOV to EDPRP/Settlement Offer .
Extraordinary
Ordinary
N/A X (mark with x}
Notes The Respondent does not meet the good faith criteria.
S ! Ay 0% Enhanéérﬁgnt* Subtotfalﬁl ) $0
Total EB Amounts *Capped at the Total EB $ Amount .
Approx. Cost of Compliance
SUM OF SUBTOTALS 1-7 Final Subtotal | $1,312
OTHER FACTORS AS JUSTICE MAY REQUIRE : Adjustment| $0
Reduces or enhances the Final Subtotal by the indicated percentage. (Enter number only; e.g. -30 for -30%.) '
Notes
Final Penalty Amount | $1,312
STATUTORY LIMIT ADJUSTMENT Final Assessed Penalty | $1,312
DEFERRAL S : i Reduction - Adjustment | $262
Reduces the Final Assessed Penalty by the indicted percentage. (Enter number only e.g. 20 for 20% reduction.) )
Notes Deferral offered for expedited settlement.
PAYABLE PENALTY $1,050
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Screemng Date 2- Jul 2007 - ~ Docket No; 2007-1056-PWS-E
: Respondent Tall Oaks Estates Water System , , Policy Revision 2 (September 2002)
“Case ID No. 34103 PCW Revision dine 26, 2007
Reg Ent Reference No. RN101228609 ’ SRR
, Media [Stat te] Public Water Supply
- Enf. Coordinator Tel Croston

Complia eHistory‘Werksheet

>> Compliance History $
Component N -
 |Written NOVs with same or similar violations as those in the current enforcement action

er of... Enter

,:.'1' Ul 5%

-NOVs - |(number of NOVs meeting cfitoria ) _ , _ , A
. |Other written NOVs ' - 0 ] 0%
Any agreed final enforcement orders contalning a denial of liability (number of orders P "0' . 0%
meeting criteria)” . SR °
Orders  |Any adjudicated final enforcement orders, agreed final enforcement orders wnthout a denial
of liability, or default orders of this staté or the federal government or any final prohibltory o 0%

_|emergency orders issued by the commission

|Any non-adjudicated final court judgments or consent decrees contalnmg & denial of liability] - -' S
of this state or the federal government (number of judgemen{s or consent decrees meetmg 0 0%
Judgments | griteria ) , , , [ = A SRS

and Consent —
Dec(r)ees Any adjudicated final court Judgments and default-judgments, or non-adjudlcated final court S

judgments or consent decrees without a denlal of Ilability, of this state or the federall - 0%
‘ ‘ government . iy ]
__Convictions |Any criminal convicti(‘)ns of this state or the federal,government (number of counts) s ) 0%
‘Emissions |Chronic excessive emissions events (number of events ) A0 0%
" Letters notifying the executive director of an intended audit conducted under the Texas| B
: Environmental, Health, and Safety Audit Privilege Act, 74th Legislature, 1995 (number of| | = -0 - 0%
Sl audits for which notices were submifted) e
Audits
Disciosures of violations under the Texas Environmental, Health, and Safety Audit Priviiege| * 0 O 0%
Act, 74th Legislature, 1995 (number of audits for which violations were disclosed ) ' i °
i, Please Enter Yes or No
1Environmental management systems in place for one year or more ' ! No 0%
Voluntary on-site compliance assessments conducted by the exécutive director under a No 0%
N N 0
Other special aesmtance program .
|Participation in & voluntary pollution reduction program No 0%
Early compliance with, or offer of a product that meets future state or. federal government

environmental requirements

No 0%

Adjustment Percentage (Subftotal 2) | 5%

Adjustment Percentage (Subtotal 3) | 0%

ssification (Subtotal 7) -

Co:{ril:tl‘i)ar;ce The Respondent was isSuéd=one‘§ame‘ Ql:'#s'finﬁiiar Notice of Violation ("NOV") at this site In the past five -
years. ;
Notes -

Total Adjustment Percentage (Subtotals 2, 3, & 7) [ 5%
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g Date 2-Jul-2007 -Docket No. 2007-1056-PWS-E = PC
ndent Tall Oaks Estates Water System Policy Revision 2 {September 2002}
Case ID No. 34103 PCW Revision June 26, 2007
Reg. Ent. Reference No. RN101228609 '
Medi tatute] Public Water Supply
Enf. Coordinator Tel Croston
Violation Number, ﬁ

Rule Cite(s) 30 Tex. Admin. Code § 290.45(b)(1)(A)(i) and Tex. Health & Safety Code §
341.0315(c)

Failed to meet the minimum well capacity requirement of 1.5 gallons per minute
Violation Description|| ("gpm") per connection. Specifically, the water supply currently produces 60 gpm. A
system with 45 connections should produce 67.5 gpm, indicating an 11% deficiency.

Base Penalty| $1,000

Harm
Release Major Moderate Minor
Actuall

Potential| X Percent

i~ L

Falsification Major Moderate Minor

[ | | | | Percent

Matrix || Without sufficient well capacity, customers of the water system could experience water outages and
Notes the system's ability to provide a safe and adequate water supply could be impaired.

$900]

1 ~§100

mark only one
with an x

Violation Base Penalty| $100

One quarterly eventis recommended from the date of the investigation, May 21, 2007, to the date of
screening, July 2, 2007.

Estimated EB Amount| $604]
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ublic Water Supply

Buildings LT

Other (as needed) . R . il i

Engineering/constryction $10,000 ][ 21-May-2007 31-Mar-2008 -

Land (L0000 i RNt

Record Keeping System

Training/Sampling

Remediation/Disposal
‘Permit Costs . Al L

Other (as needed) [ e -_Ir—

The delayed costs-Include the amount to. meet th

Notes for DELAYED ;
otes tor costs calculated fromt date of the in

. Personnel
Inspection/Reporting/Sampling
Suppliesfequipment
Financlal Assurance [2] -, R SRR | BN E : o 250
ONE-TIME avolded costs'[3] ~ |[ N TR e .0 E I e
Other (as needed) . || i R : i 0.0 _$0. . 2§00

Notes for AVOIDED costs!

Approx. Gost of Compliatice $10,000| $504|
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Screening Date 2-Jul-2007
Respondent Tall Oaks Estates Water System
Case ID No: 34103

Docket No. 2007-1056-PWS-E

Policy Revision 2 (September 2002}
PCW Revision June 26, 2007

‘Ent. Reference No. RN101228609
Media [Statute] Public Water Supply
Enf. Coordinator Tel Croston

Violation Number 2
Rule Cite(S)| 5, 1oy Admin. Code § 200.45(b)(1)(A)(ii) and Tex. Health & Safety Code § 341.0315(c)

Failed to meet a minimum pressure tank capacity requirement of 50 gallons per
connection for a water system without ground storage. Specifically, the systems current
total pressure tank capacity is 1,200 gallons. A system with 45 connections should have

a capacity of 2,250 gallons, indicating a 47% deficiency.

Violation Description

Base Penalty| $1,000
Release Major Moderate Minor
Actuallf i I
Potential|[ L x Percent
Falsification Major Moderate Minor
i I o I I Percent
Matrix Without sufficient pressure tank capacity, customers of the water system could experience water
Notes outages and the system's ability to provide a safe and adequate water supply could be impaired.
$900}
| $100
A
Number of Violation Events Number of violation days
mark only one Violation Base Penalty[ $100

with an x

One quarterly event is recommended from the date of the investigation, May 21, 2007, to the date of
screening, July 2, 2007. :

Estimated EB Amount|
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all Oaks Estates Water System
4103

RN101228609

ublic Water Supply

Reg. Ent, Re

Vio

Buildings
Other (as neaded)
Engineering/construction
Land

Record Keeplng System
Tralning/Sampling
Remediation/DIsposal
Permit Costs

Other (as needed)

Notes for DELAYED costs

Personnel
Inspection/Reporting/Sampling
Supplies/equipment

Financlal Assurance [2]
ONE-TIME avoided costs [3]
Other (as needed)

Notes for AVOIDED costs

N

Approx. Cost of Compliance

N -
3S[o[S|:

.. 21-May-2007

Jeml

Dvls"posal )

Bl E R

ot the minrniujm;brgssure tank. capacity requirement of 50 gallons:per
of the investigation to-the estimated date of compliance. ;

j”’pgf;sry,one-‘t‘lmé avoided:

$10,000}

$604]
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Screening Date 2-Jul-2007 Docket No. 2007-1056-PWS-E
Respondent Tall Oaks Estates Water System Policy Revision 2 (September 2002}
Case ID No. 34103 PCW Revision June 26, 2007

Reg. Ent. Reference No. RN101228609
Media [Statute] Public Water Supply
Enf. Coordinator Tel Croston

Violation Number] 3

Rule Cite(s)

30 Tex. Admin. Code § 290.41(c)(1)}(F)

Failed to provide a sanitary control easement or an approved exception to the easement|
requirement that covers the land within 150 feet of the water system's wells.
Specifically, at the time of the investigation, there were no sanitary control easements
for wells 1 and 2.

Violation Description

Base Penalty| $1,000
Harm
Release Major Moderate Minor
Actual
Potential X Percent
Falsification Major Moderate Minor
[ I | I | Percent
Matri Without a sanitary control easement, contaminants could enter the well and customers of the water
Natrlx supply could be exposed to insignificant amounts of contaminants that do not exceed levels protective
otes : of human health.
$950]
[ $50
Number of Violation Events Number of violation days
mark only one Violation Base Penalty/ $100

with an x

Estimated EB Amount| $7] : Violation Final Penalty Total| ‘

$105

This violation Final Assessed Penalty (adjusted for limits)/ $105
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- Reg. Ent, Refer

Vi

. Buildings
Othier (as needed)
Engineering/construction
Land

Record Keeping System
Training/Sampling
Remediation/Dlsposal
Permit Costs

Other (as needed)

Notes for DELAYED costs

Disposal
. Personnel
Inspection/Reporting/Sampling

Suppliesfequipment -

Financiaf Assurance [2]
ONE-TIME avolded costs [3]
Other (as needed)

Notes for AVOIDED costs

Approx. Cost of Compliance

ublic Water Supply

0.0 0
S : = o6 0
$500 | 21-May0007 || 31.0an2008 | 0.7 7

The delayed costs include the amolint :
requirement, caloulated from the date of {

he investigation to the estimat

btain sanitary control easements or exceptionsto the easement

ate.of compliance. .

$2oo]

- TOTAL|

$7]
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Screening Date 2-Jul-2007 o " Docket No. 2007-1056-PWS-E CW
Respondent Tall Oaks Estates Water System Policy Revision 2 (September 2002
Case ID No. 34103 PCW Revision June 26, 2007

Reg. Ent. Reference No. RN101228609
Media [Statute] Public Water Supply
Enf. Coordinator Tel Croston

Violation Number| 4

Rule Cite(S)| 35 Tex. Admin. Code § 290.46(q)(2) and Tex. Health & Safety Code § 341.036

Failed to issue boil water notices within 24 hours after the loss of distribution pressure.
Specifically, the water was turned off at 5:00 pm on May 20, 2007 to repair a line break.
Violation Description Water was restored later that evening and some flushing was done. No boil water
notices were issued until after 5:00 pm on May 21, 2007 when the investigator supplied

the notices and insisted that it be done immediately.

Base Penalty| $1,000
Harm
Release Major Moderate Minor
Actualif
Potentiall X ’ Percent
tic W
Falsification Moderate
[ | I [ | Percent
Matrix Failure to issue a boil water notice could result in customers of the water supply being exposed to
Notes significant amounts of contaminants which would exceed levels that are protective of human health.
$750] »
| $250] .
Number of Violation Events Number of violation days
mark only one Violation Base Penalty/ $250

with an x
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Inspection/Reporting/Sampling

Delayed Costs
Equipment

Bulidings |

Other (as needed)

Engineering/construction

Land

Record Keeping System

Training/Sampling

Remediation/Disposal

Permit Costs
Other (as needed)

Notes for DELAYED costs

I Avoided Gos
Disposal
Personnel

The delayed cost includes the:amount necessary to pfoxfi&e all custom

21-May-2007. .||

notice; calculated from the date of the violation to the

of the water: supply with a boil

water

Supplies/equipment

Financial Assurance [2]

ONE-TIME avolded costs [3] -

* Other (as needed}

Notes for AVOIDED costs

.

Approx. Cost of Compliance [

$500]

$0]
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Screening Date 2-Jul-2007 Docket No. 2007-1056-PWS-E
Respondent Tall Oaks Estates Water System Policy Revision 2 (September 2002)
Case ID No. 34103 PCW Revision June 26, 2007

Reg. Ent. Reference No. RN101228609
Media [Statute] Public Water Supply
Enf. Coordinator Tel Croston

Violation Number, 5 ]]

Rule Cite(s)

30 Tex. Admin. Code § 290.46(j)

Failed to issue a customer service inspection certificate prior to providing continuous
water service. Specifically no inspection was performed on a new construction residence
on County Road 2403 and after extensive plumbing renovations at 1382 County Road
2403.

Violation Description

Base Penalty| $1,000
Release Major Moderate Minor
Actual||
Potentialf| Percent
att :
Falsification Major Minor
[ T x 1 | ] Percent.
Matrix Failed to meet 100% of the rule requirement.
Notes
$900]
{ $100
Number of Violation Events Number of violation days
mark only one Violation Base Penalty/ $200
with an x

Estimated EB Amount] $20] Violation Final Penalty Total|

d Penal
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Bulldings
Othier (as needed)
Engineeririg/construction
Land

Record Keeping System
Training/Sampling

Remediation/Disposal

Permit Costs
Other {as needed)

Notes for DELAYED costs

Personnel

/Reporting,

Supplles/equipment .

Financlal Assurance [2]
ONE-TIME avolded costs [3]
Other (as needed)

Notes for AVOIDED costs

Approx. Cost of Compllance

all Oaks Estates Water System

Avoided Costs

Disposal -

{:costs Include the amount to-complete and mairitain coples of ‘Gustomer. Sepvice Inspection reports,
-+ caloulated from the date of the' investigation to thg.estimated date of pompliance.

$600|

© TOTAL|

$20]
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Screening Date 2-Jul-2007 T t No. 2007-1056-PWS-E
Respondent Tall Oaks Estates Water System Policy Revision 2 (September 2002)
Case ID No. 34103 PCW Revision June 26, 2007

rence No. RN101228609

Media [Statute] Public Water Supply
Enf. Coordinator Tel Croston

Violatic;n Number}] 6

Rule Cite(s) 31 1oy Admin. Code § 290.46(e)(4)(A) and Tex. Health & Safety Code § 341.033(a)

Failed to ensure that the public water supply operation is under the direct supervision of
a water works operator who holds a minimum of a Class "D" license.

Violation Description

Base Penalty] $1,000

Harm
Release Major Moderate Minor
Actualf| ‘

Potential| X ~ Percent

Peréent

Wiithout a licensed water works operator managing the facility, improper management of the water
supply could result in customers of the water supply being exposed to contaminants which would
exceed levels that are protective of human health.

Matrix
Notes

$750}
i $250
Number of Violation Events Number of violation days
mark only one Violation Base Penalty| . $500
with an x

Two monthly events are recommended from the date of the investigation, May 21, 2007, to the date of
screening, July 2, 2007.

Estimated EB Amount]| $489] Violation Final Penalty Total| $525

This violation Final Assessed Penalty (adjusted for Iimits){ $525
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Equipment
‘Billdings
Other (as needed)
Engineering/construction
Land

Record Keeping System
Tralning/Sampling
Remediation/Disposal
Permit Costs

21:May-2007_ ||

Other (as ded)

Notes for DELAYED costs

_ Avoided Costs

Disposal

Personnel
Inspection/Reporting/Sampling
Supplies/equipment

Financlal Assurance [2]

ONE-TIME avoided costs [3]
Other (as needed)

Notes for AVOIDED costs

Approx. Cost of Compliance

{EF
=

$10,000]

-~ TOTAL]

$489]




Compliance History

Customer/Respondent/Owner-Operator: CNB600668727 Tall Oaks Estates Water System Classification:
Regulated Entity: A RN101228609 TALL OAKS ESTATES WATER Classification:
SYSTEM
ID Number(s): v PUBLIC WATER SYSTEM/SUPPLY REGISTRATION
WATER LICENSING LICENSE
Location: 1812 COUNTY ROAD 2403, Van Zandt County, TX, 75103
TCEQ Region: ) REGION 05 - TYLER
Date Compliance History Prepared: June 26, 2007

Agency Decision Requiring Compliance History:  Enforcement
Compliance Period: June 26, 2002 to June 26, 2007

TCEQ Staff Member to Contact for Additional Information Regarding this Compliance History
Name: Tel Croston Phone: 239-5717

Site Compliance History Components

1. Has the site been in existence and/or operation for the full five year compliance period? Yes
2. Has there been a (known) change in ownership of the site during the compliance period? -~ No
3. If Yes, who is the current owner? N/A
4. if Yes, who was/were the prior owner(s)? N/A
5. When did the change(s) in ownership occur? N/A
Components (Multimedia) for the Site :
A. Final Enforcement Orders, court judgements, and consent decrees of the state of Texas and the federal government.
N/A
B. Any criminal convictions of the state of Texas and the federal government.
N/A
C. Chronic excessive emissions events.
N/A
D. The approval dates of investigations. (CCEDS Inv. Track. No.)
N/A
E. Written notices of violations (NOV). (CCEDS Inv. Track. No.)
Date: 01/03/2005 (343724)
Self Report? NO Classification: Minor’
Citation: 30 TAC Chapter 290, SubChapter D 290.46(m) :
Description: Failure to prevent entry of animals, insects and rain water contamination in proposed
water lines. »
Self Report? NO Classification: Minor
Citation: 30 TAC Chapter 288, SubChapter B 288.20[G]
Description: Failure to provide a copy of an adopted drought contingency plan.
Self Report? NO Classification: Minor
Citation: 30 TAC Chapter 290, SubChapter D 290.42(k)
Description: Failure to provide a Plant Operations Manual.
Self Report?  NO Classification: Minor
Citation: 30 TAC Chapter 290, SubChapter F 290.121[G]
Description: Failure to provide a Monitoring Plan.
Self Report?  NO Classification: Moderate
Citation: 30 TAC Chapter 290, SubChapter D 290.46(e)(4)(A)
Description: Failure to employ an operator with a Class "D" water license.
Self Report? NO Classification: Minor
Citation: 30 TAC Chapter 290, SubChapter F 290.110(e)(4)
Description: Failure submit to TCEQ a copy of the Disinfectant Level Quarterly Operating Report

form.

Rating:
Site Rating:

2340033
2340033



Self Report? NO ‘ ~ Classification: Moderate
Citation: 30 TAC Chapter 290, SubChapter D 290.45(b)(1)(A)(i)
5A THC Chapter 341, SubChapter A 341.0315[G]
Description: Failure to meet a well capacity of 1.5 gallons per minute (gpm) per connection for
systems without ground storage. © ' - : ‘
Self Report? NO o Classification Moderate
Citation: 30-TAC Chapter 290, SubChapter D: 290.45(b)(1)(A)(il)
5A THC Chapter 341, SubChapter A 341.0315[G]
Description: Failure to meet a-pressure tank capacity of 50 gallons per connegtion for systems
without ground storage.
Self Report? NO Classification Moderate
Citation: 30 TAC Chapter 290, SubChapter D 290.41(c)(1)(F)
5A THC Chapter 341, SubChapter A 341.036[G]
Description: Failure to obtain sanitary control easements surrounding well #1 and well #2.
Self Report?  NO _ Classification ~ Moderate
Citation: 30' TAC Chapter 290, SubChapter D 280.41(c)(3)(J)
Description: Fallure to repair the cracked concrete sealing block surrounding well #1.
Self Report?  NO ‘ Classification =~ Minor
Citation: 30 TAC Chapter 290, SubChapter D 290.46(v)
Description: Failure to secure and encase well #1's electrical wiring in conduit.
Self Report? NO P Classification Moderate
Citation: 30 TAC Chapter 290, SubChapter D 290. 43(d)(3) )
Description: Failure to provide the 350 gallon préssute tank with facilities for' maintaining the alr— o
water volume at the design water level and .working pressure.
Self Report? NO Classification Minor
Citation: 30 TAC Chapter 290, SubChapter D 290.46(f)[G]
Description: Failure to compile and maintain monthly operating reports to include the volume of
water treated each week, complaints, and flushing reports.
F. Environmental audits.
N/A
G. Type of environmental management systems (EMSs).
N/A
H. Voluntary on-site compliance assessment dates.
N/A-

N/A
Early compliance.

-

N/A
Sites Outside of Texas
N/A

Participation in a voluntary pollution reduction program.
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DOCKET NO. 2007-1056-PWS-E
I. JURISDICTION AND STIPULATIONS

At its . agenda, the Texas Commission on Environmental Quality ("the
Commission" or "TCEQ") considered this agreement of the parties, resolving an enforcement action
regarding Tall Oaks Estates Water System ("'the Respondent") under the authority of TEX. HEALTH &
SAFETY CODE ch. 341. The Executive Director of the TCEQ, through the Enforcement Division, and the
Respondent appear before the Commission and together stipulate that:

1. The Respondent operates a public water supply at 1812 County Road 2403, in Van Zandt County,
Texas (the “Facility”) that has approximately 45 service connections and serves at least 25 people
per day for at least 60 days per year.

2. The Commission and the Respondent agree that the Commission has jurisdiction to enter this
Agreed Order, and that the Respondent is subject to the Commission's jurisdiction.

3. The Respondent received notice of the violations alleged in Section II ("' Allegations") on or about
June 20, 2007.
4. The occurrence of any violation is in dispute and the entry of this Agreed Order shall not

constitute an admission by the Respondent of any violation alleged in Section II ("Allegations"),
nor of any statute or rule.

5. An administrative penalty in the amount of One Thousand Three Hundred Twelve Dollars
($1,312) is assessed by the Commission in settlement of the violations alleged in Section II
("Allegations"). The Respondent has paid One Thousand Fifty Dollars ($1,050) of the
administrative penalty and Two Hundred Sixty-Two Dollars ($262) is deferred contingent upon
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10.

11.

the Respondent’s timely and satisfactory compliance with all the terms of this Agreed Order. The
deferred amount will be waived upon full compliance with the terms of this Agreed Order. If the
Respondent fails to timely and satisfactorily comply with all requirements of this Agreed Order,
the Executive Director may require the Respondent to pay all or part of the deferred penalty.

Any notice and procedures, which might otherwise be authorized or required in this action, are
waived in the interest of a more timely resolution of the matter.

The Executive Director of the TCEQ and the Respondent have agreed on a settlement of the
matters alleged in this enforcement action, subject to the approval of the Commission.

The Executive Director may, without further notice or hearing, refer this matter to the Office of
the Attorney General of the State of Texas ("OAG") for further enforcement proceedings.if the
Executive Director determines that the Respondent has not complied with one or more of the
terms or conditions in this Agreed Order.

The Executive Director recognizes that the Respondent issued a boil water notice to all customers
after 5:00 p.m. on May 21, 2007.

This Agreed Order shall terminate five years from its effective date or upon compliance with all
the terms and conditions set forth in this Agreed Order, whichever is later.

The provisions of this Agreed Order are deemed severable and, if a court of competent
jurisdiction or other appropriate authority deems any provision of this Agreed Order
unenforceable, the remaining provisions shall be valid and enforceable.

II. ALLEGATIONS
As operator of the Facility, the Respondent is alleged to have:

Failed to meet the minimum well capacity requirement of 1.5 gallons per minute ("gpm™) per
connection, in violation of 30 TEX. ADMIN. CODE § 290.45(b)(1)(A)(1) and TEX. HEALTH &
SAFETY CODE § 341.0315(c), as documented during an investigation conducted on May 21, 2007.

Failed to meet a pressure tank capacity of 50 gallons per connection for a water system without
ground storage, in violation of 30 TEX. ADMIN. CODE § 290.45(b)(1)(A)(ii) and TEX. HEALTH &
SAFETY CODE § 341.0315(c), as documented during an investigation conducted on May 21, 2007.

Failed to provide a sanitary control easement or an approved exception to the easement
requirement that covers the land within 150 feet of the water system's wells, in violation of 30
TEX. ADMIN. CODE § 290.41(c)(1)(F), as documented during an investigation conducted on May
21, 2007.

Failed to issue a boil water notice within 24 hours after the loss of distribution pressure, mn
violation of 30 TEX. ADMIN. CODE § 290.46(q)(2) and TEX. HEALTH & SAFETY CODE § 341.036.
Specifically, distribution pressure was lost at approximately 5:00 p.m. on May 20, 2007. Boil
water notice was not issued until after 5:00 p.m. on May 21, 2007, as documented during an
investigation conducted on May 21, 2007.
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5.

Failed to issue a customer service inspection certificate prior to providing continuous water
service, in violation of 30 TEX. ADMIN. CODE § 290. 46(3) as documented during an investigation
conducted on May 21, 2007.

Failed to ensure that the public water supply operation is under the direct supervision of a water
works operator who holds a minimum of a Class "D" license, in violation of 30 TEX. ADMIN.
CODE § 290.46(e)(4)(A) and TEX. HEALTH & SAFETY CODE § 341.033(a), as documented durmg
an investigation conducted on May 21, 2007.

- III. DENIALS
The Respondent generally denies each allegation in Section II ("Allegations").

IV. ORDERING PROVISIONS

It is, therefore, ordered by the TCEQ that the Respondent pay an administrative penalty as set
forth in Section I, Paragraph 5 above. The payment of this administrative penalty and the
Respondent’s compliance with all the terms and conditions set forth in this Agreed Order resolve
only the allegations in Section II. The Commission shall not be constrained in any manner from
requiring corrective action or penalties for violations, which are not raised here. Administrative
penalty payments shall be made payable to "TCEQ" and shall be sent with the notation "Re: Tall
Oaks Estates Water System, Docket No. 2007-1056-PWS-E" to:

Financial Administration Division, Revenues Section
Attention: Cashier’s Office, MC 214

Texas Commission on Environmental Quality

P.O. Box 13088

Austin, Texas 78711-3088

It is further ordered that the Respondent shall undertake the following technical
requirements:

a. Immediately upon the effective date of this Agreed Order, begin completing service
inspection certifications prior to providing continuous water service to new construction,
on any existing service when the water purveyor has reason to believe that cross-
connections or other unacceptable plumbing practices exist, or after any material
improvement, correction, or addition to the private plumbing facilities, as required by 30
TEX. ADMIN. CODE § 290.46.

b. Within 30 days after the effective date of this Agreed Order,

1. Submit written certification as described in Ordering Provision 2.e.
below, and include detailed supporting documentation including photographs,
receipts, and/or other records to demonstrate compliance with Ordering Provision
2.a.; and

1i. ‘Employ a water works operator who holds a minimum of a Class “D” license, in
accordance with 30 TEX. ADMIN. CODE § 290.46.
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Within 60 days after the effective date of the Agreed Order:

1. Submit written certification of compliance as described below in Ordering
Provision 2.e., and include detailed supporting documentation including
photographs, recelpts and/or other records to demonstrate comphance with
Ordering Provision 2.b.ii., and;

ii. Obtain sanitary control easements covering all property within 150 feet of each
well location from adjacent landowners and record the deeds at the county
courthouse, as required by 30 TEX. ADMIN. CODE § 290.41.

Within 90 days after the effective date of the Agreed Order:

1. Submit written certification of compliance as described below in Ordering
Provision 2.e., and include detailed supporting documentation including -
photographs, receipts, and/or other records to demonstrate compliance with
Ordering Provision 2.c.ii.;

il Provide a well capacity of 1.5 gpm at the Facility, in accordance with 30 TEX.
ADMIN. CODE § 290.45; and

11l. Provide a pressure tank capacity of 50 gallons per connection at the Facility, in
accordance with 30 TEX. ADMIN. CODE § 290.45.

Within 105 days after the effective date of this Agreed Order, submit written certification
and include detailed supporting documentation including photographs, receipts, and/or
other records to demonstrate compliance with Ordering Provision 2.d.ii. and 2.d.iii. The
certification shall be notarized by a State of Texas Notary Public and include the
following certification language:

"T certify under penalty of law that I have personally examined and am
familiar with the information submitted and all attached documents, and
that based on my inquiry of those individuals immediately responsible
for obtaining the information, I believe that the submitted information is
true, accurate and complete. I am aware that there are significant
penalties for submitting false information, including the possibility -of
fine and imprisonment for knowing violations."
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The certification shall be submitted to:

Order Compliance Team

Enforcement Division, MC 149A

Texas Commission on Environmental Quality
P.O. Box 13087

Austin, Texas 78711-3087
with a copy to:

Mr. Noel Luper, Water Section, Manager
Tyler Regional Office

Texas Commission on Environmental Quality
2916 Teague Drive

Tyler, Texas 75701-3756

4, The provisions of this Agreed Order shall apply to and be binding upon the Respondent. The
"~ Respondent is ordered to give notice of the Agreed Order to personnel who maintain day-to-day
control over the Facility operations referenced in this Agreed Order.

5 The Executive Director may grant an extension of any deadline in this Agreed Order or in any
plan, report, or other document submitted pursuant to this Agreed Order, upon a written and
substantiated showing of good cause. All requests for extensions by the Respondent shall be
made in writing to the Executive Director. Extensions are not effective until the Respondent
receives written approval from the Executive Director. The determination of what constitutes
good cause rests solely with the Executive Director.

6. This Agreed Order, issued by the Commission, shall not be admissible against the Respondent in
a civil proceeding, unless the proceeding is brought by the OAG to: (1) enforce the terms of this
Agreed Order; or (2) pursue violations of a statute within the Commission’s
jurisdiction, or of a rule adopted or an order or permit issued by the Commission under such a
statute. , '

7. This agreement may be executed in multiple counterparts, which together shall constitute a single
original ‘instrument. Any executed signature page to this Agreement may be transmitted by
facsimile transmission to the other parties, which shall constitute an original signature for all
purposes. '

8. Under 30 TEX. ADMIN. CODE § 70.10(b), the effective date is the date of hand-delivery of the
Order to the Respondent, or three days after the date on which the Commission mails notice of
the Order to the Respondent, whichever is earlier. The Chief Clerk shall provide a copy of this
Agreed Order to each of the parties.
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